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BOARD WALL OPENING

TRANSLUCENT PANELS,
REFER TO INTERIOR

DRAWINGS FOR COLOR
AND PATTERN, TYP.

TRANSLUCENT PANEL CABLE
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DRAWINGS FOR COLOR
AND PATTERN, TYP.
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CABLE SUSPENSION

SYSTEM, TYP.
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TRANSLUCENT PANEL NOTES

1.  HORIZONTAL GYPSUM BOARD REVEALS ARE DIMENSIONED AND
NOTED WITH SPOT ELEVATIONS TO TOP OF REVEAL.

2.  VERTICAL GYPSUM BOARD REVEALS ARE DIMENSIONED TO LEFT
SIDE OF REVEAL.

3.  SPOT ELEVATIONS AT BUILDING ARE TO FACE OF GYPSUM BOARD.

SCALE: 1/2" = 1'-0"
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INDICATES AREA  OF WORK INCLUDED IN

DEDUCTIVE ALTERNATE #9
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P.T. 2X
WALL BASE
3/4" PLYWOOD GUSSETS/ FRAMING

3/4" PLASTIC LAMINATE PANEL1'-0"

3/4" PLASTIC LAMINATE
1X SUPPORT FRAMING
KEYBOARD TRAY (VV)

CHAMFER EDGE

1 1
/2"

SOLID SURFACE COUNTERTOP

3"

PLASTC LAMINATE CLAD DIVIDING
PARTITION BETWEEN CHECK-IN
POSITIONS

PLAQUE SIGNAGE (VV)

3 5/8" GALVANIZED METAL
STUDS @ 16" O.C.

TRANSLUSCENT PANEL WITH POINT
SUPPORT SYSTEM

DIMENSIONAL LETTERS

COLD FORMED FRAMING
JOISTS, SEE STRUCTURAL
DRAWINGS

3/4" PLYWOOD SUBSTRATE

3/4" PARTICLE BOARD W/
PLASTIC LAMINATE FINISH

2X BLOCKING ATTACHED
TO JOIST FRAMING

TRANSLUSCENT PANEL
AND ANCHORING SYSTEM

LIGHT FIXTURE, SEE ELECTRICAL

5/8" GYPSUM WALLBOARD

6" GALVANIZED METAL
STUDS @ 16" O.C.

1" V-REVEAL TRIM IN
GYPSUM WALLBOARD

TRANSLUSCENT PANEL,
ATTACH TO CABLE WITH
MANUFACTURER'S SYSTEM

SYSTEM SUSPENSION CABLE
LIGHT FIXTURE, SEE

ELECTRICAL
1" V-REVEAL TRIM IN

GYPSUM WALLBOARD

SYSTEM CABLE COUPLER,
ANCHOR TO WOOD BLOCKING

2X4 BLOCKING, ATTACH TO
STUD TRACK

SUSPENDED GYPSUM
WALLBOARD CEILING SYSTEM

3 5/8" GALVANIZED METAL
STUDS @ 16" O.C.

3 5/8" 18 GAUGE  GALVANIZED
METAL STUDS @ 16" O.C.

ROOF TYPE RMTL-001

BAR JOIST - SEE STRUCTURAL

4"

12"

3"

3/4" PARTICLE BOARD W/
PLASTIC LAMINATE FINISH

STEEL BEAM, SEE STRUCTURAL STEEL BEAM, SEE STRUCTURAL

6"

9'-5"

2 5/8"

 3/4" = 1'-0"

AS314

3 CASEWORK SECTION - MAIN CHECK-IN

SCALE: 3/4" = 1'-0"
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(PANELS AT LOBBY WEST OPPOSITE) 1/2" = 1'-0"

AS314

1 TRANSLUCENT WALL PANELS- LOBBY EAST

 1/2" = 1'-0"

AS314

2 TRANSLUCENT WALL PANELS- LOBBY NORTH


